AUTOMATIC BYPASS INSTALLATION MANUAL
Part # 7LPPUMPBYPS0001
FOR LP REPRESS PUMP ASSY

1- CONNECT PIGGYBACK CORD TO TERMINALS “LO NC” AND “LO COM”
2- CONNECT FLOAT CORD TO TERMINALS “FLT 1” AND “FLT 2”
   NOTE: FLOAT HAS TO BE OFF (CONTACTS OPEN) WHEN DOWN (NO WATER IN TANK).

PIGGYBACK CORD PLUG

OPTIONAL BY-PASS VALVE ASSY.
7LPPUMPBYPS0001

120VAC

1- PLUG VALVE CORD INTO PIGGYBACK PLUG.
2- PLUG ASSY INTO 120VAC PLUG OUTLET.

CITY WATER

R/O WATER

SUCTI ON LINE TO REPRESS PUMP
ABOVE GROUND R/O WATER TANK

FLOAT SWITCH

VFD PUMP PN

R/O PUMP ASSY

PUMP OUT

TO ARCH DTN STN

VALVE

CORD PLUG

PIGGYBACK CORD

SUCTION LINE TO REPRESS PUMP

OVERGROUND R/O WATER TANK

FLOAT SWITCH